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1. DUCT BANK RADII 30' UNLESS
OTHERWISE SHOWN ON PLAN.

2. FOR CIVIL NOTES, LEGEND, AND
ABBREVIATIONS, SEE SHEET
G-100004A.

3. PROFILE FOR SOUTHERN COMM
DUCT BANK IS NOT SHOWN IN
PROFILE. USE INVERTS IN PLAN
VIEW TO CONSTRUCT.

4. AC PAVEMENT REMOVAL FOR
COMM DUCT BANKS TO BLDG 800;
REPLACE ROAD SURFACE WITH
AGGREGATE SURFACE COURSE.
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